
 11 AGGREGATE BEDDING DETAIL
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1 WATER MAIN THRUST BLOCKING DETAIL
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 19 16" WIDE STEP DETAIL
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 14 PIPE SLEEVE DETAIL
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6 SANITARY SEWER MANHOLE (48") DETAIL
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 13 SANITARY MANHOLE COVER CASTING DETAIL
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 12 SANITARY MANHOLE SEALS DETAIL
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2 AMERICAN DARLING HYDRANT DETAIL
10.1 NOT�TO�SCALE

V
A
R
I
A
B
L
E

48"5" 5"

27"

V
A
R
I
E
S

 7 STORM MANHOLE (48") DETAIL
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3 WATEROUS HYDRANT DETAIL
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ACCESS HATCH DETAIL (MODEL# S1S2436 OR APPROVED EQUAL)
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 18 8'x10' PRECAST CONCRETE WATER VAULT DETAIL
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 9 EXISTING WATER VAULT DEMOLITION DETAIL
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 17 SADDLE SUPPORT DETAIL
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 15 MANHOLE COVER DETAIL
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8 STORM MANHOLE (60" � 120") DETAIL
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 10 STORM INLET (27") DETAIL
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27" DIA. PRECAST CONCRETE BARREL

(REINFORCE SAME AS 27" RCP ASTM

DESIGNATION C76�68)

4" FILLET

AROUND

INTERIOR

3'�3" DIAMETER CONCRETE BASE

(REINFORCE AS PER  ASTM C478)

3�2" ADJUSTING

RINGS

INLET CASTING & GRATE

NOTE:

IF MANHOLE CASTING FRAME AND COVER

IS REQUIRED: NEENAH FOUNDRY CO.

R�1733 OR EAST JORDAN 1205�AGSSA

OR APPROVED EQUAL

NOTE:

ALL JOINTS AND LIFTING HOLES TO BE

MORTARED

NOTE:

INLET CASTING & GRATE SHALL BE

NEENAH R�3405 OR APPROVED EQUAL

OPENING CAST IN BARREL

FOR INLET LEAD

NOTE:

PVC CONNECTIONS TO STORM MANHOLES

AND INLETS SHALL BE MADE WITH GPK

SANDED MANHOLE ADAPTER OR APPROVED

EQUAL.

NOTE:

HDPE CONNECTIONS TO STORM MANHOLES

AND INLETS SHALL BE MADE WITH

PRESS SEAL GASKET CORP. WATERSTOP

OR APPROVED EQUAL.

SANITARY

SEWER



 21 NORTH LOADING DOCK STEP DETAIL
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 8 4" REINFORCED CONCRETE SIDEWALK DETAIL
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6" ASPHALT PAVEMENT DETAIL
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 19 INLET PROTECTION DETAIL
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 9 (TYPE I OR TYPE II) MOUNTABLE CONCRETE CURB AND GUTTER DETAIL
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 4 TYPICAL MANHOLE ISOLATION DETAIL
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 5 ADA RAMP & ISALND DETAIL 
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6 CONCRETE PIPE BOLLARD DETAIL
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 13 8" REINFORCED CONCRETE PAVEMENT DETAIL
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FINISH GRADE

7' HIGH CHAIN LINK FENCE
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 20 SILT FENCE DETAIL
10.2 NOT�TO�SCALE

2
.
0
'
 
(
M
I
N
.
)

 16 ACCESSIBILITY SYMBOL DETAIL
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 18 ACCESSIBLE STRIPING DETAIL
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7 GATE VALVE TO GRADE DETAIL
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 15 ACCESSIBLITY SIGN DETAIL
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 17 SINGLE BREAKAWAY DETAIL
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1 SANITARY SEWER CLEANOUT STANDARD DETAIL
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SANITARY SEWER MAIN SANITARY SEWER MAIN

NEENAH FOUNDARY

CO.  R�1975 INSPECTION

FRAME W/ SOLID LID

 3 SECONDARY WATER SERVICE TO BOILER PLANT DETAIL
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2 STORM SEWER CLEANOUT STANDARD DETAIL
10.2 NOT�TO�SCALE

FLOW

STORM SEWER MAIN STORM SEWER MAIN

NEENAH FOUNDARY

CO.  R�1975 INSPECTION

FRAME W/ SOLID LID

(DROP LID 12" BELOW PAVEMENT
SURFACE)

PAVEMENT SURFACEPAVEMENT SURFACE
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